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PROJECT ABSTRACT:

IDS INSTALLATION AT FUEL PUMP STATION BLDG. 405. THIS PROJECT
WILL PROVIDE PERIMETER AND INTERIOR INTRUSION DETECTION. ALL ALARMS

WILL BE REPORTED TO BLDG. 6003 (N9 SECURITY) VIA TELEPHONE LINE.
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I TEM DESCRIPTION FURN BY| QTY | U/M NSN SUPPLIER OR MFGR|PART NUMBER | REMARKS
1 IDS CONTROL - 8 ZONES GOVT 1 EA GE INTERLOGIX NX-8E PART OF NX-848E-KIT
2 IDS CONTROL - 8 ZONES GOVT 1 EA GE INTERLOGIX NX-148E PART OF NX-848E-KIT
3 6190 SERIES INTRINSICALLY SAFE PIR SYSTEM GOVT 1 EA SENTROL (GE INTERLOGIX) 6197 CONTAINS PIR & ISB
4 L BRACKET - 2800 SERIES GOVT 4 EA SENTROL (GE INTERLOGIX) SR-19443
5 2840 SERIES EXPLOSION-PROOF BALANCED MAGNETIC SW GOVT 4 EA SENTROL (GE INTERLOGIX) SR-2847TH
6 WEATHERPROOF INTRINSICALLY-SAFE TELEPHONE GOVT 1 EA GAI-TRONICS 271 CONTAINS 272 & 263
7 18"X18" EXPLOSION-PROOF ALUMINIUM JUNCTION BOX GOVT 1 EA 0-ZIGEDNEY NJBEW181806
8 1/2" EXPLOSION-PROOF ALUMINUM CONDUIT UNION GOVT 20 EA 0-ZIGEDNEY UNF-50A
9 1/2" EXPLOSION-PROOF ALUMINUM SEALING FITTINGS GOVT 20 EA 0-ZIGEDNEY EYA-50A
10 1/2" EXPLOSION-PROOF EXPANSION CONDUIT UNIONS GOVT 9 EA 0-ZIGEDNEY UNYEL-50S
11 1/2" EXPLOSION-PROOF ALUMINUM CONDUIT T OUTLET BOX GOVT 1 EA 0-ZIGEDNEY GUAT-50A
12 3/4" EXPLOSION-PROOF ALUMINUM CONDUIT T OUTLET BOX GOVT 1 EA 0-ZIGEDNEY GUAT-75A
13 3/4" EXPLOSION-PROOF ALUMINUM CONDUIT LB OUTLET BOX GOVT 1 EA 0-ZIGEDNEY GUALB-75A
14 3/4"- 1/2" EXPLOSION-PROOF ALUMINUM REDUCING BUSHING GOVT 4 EA 0-ZIGEDNEY RB-321A
15 1/2" EXPLOSION-PROOF ALUMINUM CONDUIT LB OUTLET BOX GOVT 2 EA O-ZIGEDNEY GUALB-50A
16 1/2" EXPLOSION-PROOF BREATHER GOVT 1 EA 0-ZIGEDNEY DB-50
17 1/2" EXPLOSION-PROOF ALUMINUM LB PULLING ELBOW GOVT 8 EA 0-ZIGEDNEY LBH-0507AN4
18 3/4" EXPLOSION-PROOF ALUMINIUM CONDUIT UNION GOVT 3 EA 0-ZIGEDNEY UNF-75A
19 3/4" EXPLOSION-PROOF SEALING FITTINGS GOVT 2 EA 0-ZIGEDNEY EYA-75A
20 3/4" EXPLOSION-PROOF EXPANSION CONDUIT UNIONS GOVT 1 EA 0-ZIGEDNEY UNYEL-75A
21 1/2" EXPLOSION-PROOF THREADED INSERT PLUGS GOVT 4 EA 0-ZIGEDNEY PLG-50RA
22 3/4" EXPLOSION-PROOF THREADED INSERT PLUGS GOVT 2 EA 0-ZIGEDNEY PLG-75RA
23 THREAD LUBRICANT - 8 0Z GOVT 2 EA 0-ZIGEDNEY STL-8
24 MOUNTING PAN FOR NJBEW181806 GOVT 1 EA 0-ZIGEDNEY NZ-18186/8
25 1/2" EXPLOSION-PROOF ALUMINUM CONDUIT UNION GOVT 6 EA 0-ZIGEDNEY UNY-50A
26 3/4" EXPLOSION-PROOF ALUMINIUM CONDUIT UNION GOVT 2 EA 0-ZIGEDNEY UNF-75A
27 SWIVEL MOUNT BRACKET ASSEMBLY GOVT 1 EA SENTROL (GE INTERLOGIX) SR-6083
28 EXPLOSION-PROOF TWO POSITION SELECTOR SWITCH GOVT 1 EA 0-ZIGEDNEY NESS22KMM-L
29 SEALING COMPOUND GOVT 1 EA 0-ZIGEDNEY EYC-5-LB
30 SEALING FIBER GOVT 1 EA 0-ZIGEDNEY EYF-16
31 1/2" X 10' ALUMINUM CONDUIT GOVT 30 EA LOCAL SUPPLIER
32 3/4" X 10' ALUMINUM CONDUIT GOVT 4 EA LOCAL SUPPLIER
33 1/2" HW C-CLAMP. GOVT 100 EA LOCAL SUPPLIER
34 3/4" HW C-CLAMP GOVT 10 EA LOCAL SUPPLIER
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